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661—303.2(103A) Residential energy code. The International Energy Conservation Code, 2006
edition, is adopted by reference as the residential energy code of the state of Iowa building code,
applicable to residential construction limited to three or fewer stories throughout the state of lowa, with
the following amendments:

1. Delete sections 101, 103, 104, 105, and 106, and all sections contained within each of these.

2. Strike section 403.2.2 and adopt the following new section 403.2.2 in lieu thereof:

403.2.2 Sealing. All ducts, air handlers, filter boxes, and building cavities used as ducts shall be
sealed. Joints and seams shall comply with Section M1601.3.1 of the International Residential Code.
Air handlers with a manufacturer’s designation for an air leakage of no more than 2 percent of the design
air flow rate when tested at an air pressure of 1—inch water gauge when all air inlets, air outlets, and
condensate drain port(s) are sealed shall be deemed sealed. Air handlers with filter boxes shall be tested
with the filter box in place.

3. Delete chapter 5.



